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P300 PLUMBING ENLARGED SCALE PLAN

P400 PLUMBING DETAILS
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PL101 GENERAL DETAILS AND SCHEDULES

PL102 STRUCTURAL

PL110 LEISURE POOL PLAN

PL111 LEISURE POOL PLAN DIMENSION PLAN

PL112 LEISURE POOL SECTION AND DETAILS

PL113 POOL A - LEISURE POOL DETAILS

PL300 OVERALL PIPING PLAN

PL301 GENERAL PIPING DETAILS

PL310 POOL A - LEISURE POOL PIPING PLAN

PL311 POOL A - LEISURE POOL ACTIVITY PIPING PLAN

PL400 MECHANICAL PLAN, EQUIPMENT SCHEDULE AND DETAILS

PL401 MECHANICAL DETAILS

PL402 MECHANICAL DETAILS
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STRUCTURAL

S001 GENERAL NOTES, ABBREVIATIONS AND LEGENDS

S002 SPECIAL INSPECTION & LOAD KEY

S003 TYPICAL DETAILS

S004 TYPICAL DETAILS
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.MD101 HVAC DEMOLITION DUCKWORK FLOOR PLAN
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.MD201 HVAC PIPING DEMOLITION FLOOR PLAN

M101 HVAC DUCTWORK FLOOR PLAN

M103 HVAC DUCTWORK ROOF PLAN
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M400 HVAC DETAILS

M401 HVAC DETAILS

M500 HVAC SCHEDULES
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CIVIL

C101 DEMOLITION PLAN

C102 DEMOLITION PLAN

C103 EROSION CONTROL

C104 GRADING PLAN

C105 PARKING LOT CURB AND GUTTER RECONSTRUCTION PLAN AND PROFILE

C106 PARKING LOT CURB AND GUTTER RECONSTRUCTION CROSS SECTIONS

C107 STORM DRAIN FROM EXISTING BUILDING TO PARKING LOT

C108 WATER MAIN IMPROVEMENT PLAN AND PROFILES

C109 SANITARY SEWER IMPROVEMENT PLAN AND PROFILES

C110 STANDARD DETAILS

C111 STANDARD DETAILS

ARCHITECTURE

A000 ABBREVIATIONS, SYMBOLS, AND GENERAL NOTES

A001 WALL TYPES, ROOF TYPES, FLOOR TYPES

A090 DEMOLITION PLAN

A101 FLOOR PLAN

A102 REFLECTED CEILING PLAN

A103 ROOF PLAN

A130 DRAINAGE PLAN

A300 BUILDING ELEVATIONS

A301 BUILDING ELEVATIONS

A310 BUILDING SECTIONS

A400 WALL SECTIONS

A401 WALL SECTIONS

A600 ACCESSORY SCHEDULES AND ELEVATIONS

A601 ENLARGED LOCKER ROOM PLANS, ELEVATIONS, AND SECTION DETAILS

A610 INTERIOR ELEVATIONS
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A620 CONTROL DESK DETAILS
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DEMO LEGEND

EXISTING BUILDING
All items denoted in light gray are existing
to remain.

PLAN VIEWS
Portion of existing
wall/door/window/plumbing
fixture/casework to be removed.

Portion of existing floor or ceiling to
be removed.

Portion of existing wall to be
removed for new window/door.
Coordinate with structural.

DEMO NOTES:

1. Field verify all dimension and conditions,
including existing utility feeds, set-backs, and
easements.

2. Existing building elements to remain are denoted
as shaded solid and light gray. Items shown
dashed or bold shall be removed and legally
disposed of unless otherwise noted.

3. Refer to mechanical and electrical drawings for
additional information. Coordinate all demolition
work with hazardous materials removal and
extents of new construction as described in the
documents.

4. Protect any existing equipment, fire alarm
devices, fixtures, furniture, building elements,
etc. to remain.

5. All items to be removed shall be removed in their
entirety.

6. Patch all surfaces to remain which have been
impacted by demolition work to match adjacent
finish unless noted otherwise.

7. All existing ceilings in the community center to
be removed and disposed.

8. All floor finishes in existing community center to
be removed for replacement

9. Contractor to salvage exterior veneer on walls
noted to be removed for in-fill areas that will be
needed on this project.  Coordinate with new
construction drawings and wall types.
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ADD ALT 6: STEEL WATER SLIDE TOWER & SLIDE FLUME A
ADD ALT 7: WATER SLIDE FLUME B
ADD ALT 8: SLIDE TIMING SYSTEM
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DEMOLITION HVAC KEYNOTES:

DEMO EXISTING ROOF MOUNTED FAN AND ALL ASSOCIATED DUCTWORK, TYP.

DEMO EXISTING SUPPLY DUCTWORK, DIFFUSERS, HANGERS, ETC. AS INDICATED.

REMOVE (E)UNIT HEATER, HANGERS, CONTROLS, PIPING, VALVES, ETC.

EXISTING DUCTWORK AND DIFFUSERS TO REMAIN, TYP.

EXISTING TOP SA TAP ELBOW TO BE MODIFIED. REFER TO HVAC DUCTWORK FLOOR PLAN ON SHEET M101.

DEMO EXISTING HYDRONIC PIPING, HANGERS, ETC. AS SHOWN, TYP.
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HVAC KEYNOTES:

EXISTING LOBBY BASEBOARD TO REMAIN.

1" HWS&HWR TO CONNECT TO (E)HWS&HWR ABOVE CEILING FEEDING EXISTING LOBBY BASEBOARD.
PROVIDE NEW ZONE CONTROL VALVE AND HWR. SEE DETAIL __ ON SHEET M400.

UNIT HEATER MOUNTED 8'�0" AFF. REFER TO UNIT HEATER PIPING DETAIL ON SHEET M4.00.
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1

5

4

4
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9
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7

7

11 11
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(E) GAS METER. SEE
ADJUSTED GAS LOAD
ON SHEET P101.

13

13

13

14

RELOCATE (E)
WASHER & DRYER.
RETURN EWH TO
OWNER.

(E) SEWAGE
EJECTOR TO
REMAIN

4
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1

4

15

5

5

1

DEMOLITION PLUMBING KEYNOTES:

REMOVE (E) PLBG. FIXTURES & ALL ASSOCIATED PLBG. PIPING.

CAP WASTE PIPING BELOW FLOOR.

REMOVE (E) WASTE PIPING BELOW FLOOR.

CAP WATER PIPING ABOVE CEILING.

REMOVE WATER PIPING ABV. CEILING.

CAP VENT PIPING ABV. CEILING.

(E) PLBG. FIXTURE TO REMAIN.

(E) STORM DRAIN PIPING TO REMAIN.

(E) ROOF DRAINS TO REMAIN.

CAP GAS PIPING AT STRUCTURE.

(E) POOL DECK DRAINAGE TO REMAIN.

CAP (E) GAS ON ROOF AS SHOWN FOR FUTURE CONNECTION. REMOVE (E) GAS TO UNITS.

REMOVE (E) CW PIPING IN POOL EQUIPMENT ROOM & CAP AS SHOWN FOR FUTURE CONNECTION. REMOVE
ALL PRV, BACKFLOW, GATE, CHECK, & TMV VALVES IN DEMO'D CW LINES TO BOILERS, WATER HEATERS &
POOL EQUIPMENT.

REMOVE GATE VALVE ON WATER ENTRY. CAP FOR FUTURE CONNECTION.

REMOVE VENT PIPING ABV. CEILING.

REMOVE FLOOR DRAINS & IND. WASTE PIPING.

(E) GAS PIPING ABV. CEILING TO REMAIN.

(E) WATER PIPING ABV. CEILING TO REMAIN.

1

2

3

4

5

6

7

8

9
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11
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13

14

15

16

17

18

E1

E2

EE ED

E3

(E) 3" GAS UP TO REMAIN

(E) RDL UP TO ROOF
TO REMAIN

DEMO (E) FD &  PIPING,
CAP FOR FUTURE
CONNECTION

E1

E2

EE ED

E3

12

(E) RD TO REMAIN (E) RD TO REMAIN

12

12

(E)3"
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123

CABANA 1
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CABANA 4

124

FAMILY
HALLWAY

126

LOBBY

103

VESTIBULE

101

ENTRY
CANOPY

100

WOMEN'S
LOCKER
ROOM

130

WOMEN'S
TOILET

132

GUARDS

141

OFFICE

140

NATATORIUM

150

POOL
STORAGE

145

EXISTING
NATATORIUM

151

P300

2

1

1

1
1

4" FCO

4" FCO
I.E.='24" BELOW
POOL DECK

4" FCO
I.E.= '24" BELOW
POOL DECK

4" FCO

3/4"
1 1/2"

2"

F

6" FIRE SERVICE,
SEE CIVIL DWGS.
FOR CONTIN.

AUDIBLE/VISUAL
FIRE ALARM MOUNTED
@ MIN. 10' ABV. GRADE

FIRE DEPARTMENT
CONNECTION LOCATION

PLUMBING ROUGH
IN FOR SUITMATE

PLUMBING ROUGH
IN FOR SUITMATE

3" AD'1

3" AD'1

3"

3"

4"

4"

4"

4"

(E)AD

(E)AD(E)AD(E)AD

(E)AD (E)AD

(E)AD

(E)AD

(E)AD

(E)AD

(E)AD

(E)AD

(E)AD (E)AD (E)AD

(E)AD

(E)AD

(E)AD

(E)AD

(E)FCO

(E)FCO

(E)FCO

(E)FCO

P300

1

CUST

125

3" AD'1

4" GCO
(2'WAY)

6" BUILDING WASTE. SEE
CIVIL FOR CONTINUATION.
I.E.= '2.5' BFF.

CONNECT 4" DECK
DRAINAGE LINE TO DECK
DRAIN EVERY 20 L.F.

2" FD'1
W/ TS

FB'1

FB'1 8

8

7

7

9

9

TRENCH DRAIN
TD'1 (TYP.)

MAIN LEVEL & LOFT PLUMBING KEYNOTES:

4" POOL DECK DRAIN @ 1.04% SLOPE.

GAS PRV. 2 PSI INLET, 10" WC OUTLET. PROVIDE VENTLESS OR ROUTE RELIEF THRU ROOF TO
GOSENECK.

CONNECT 1" GAS TO (E) 3" GAS RISE.

CONNECT 1'1/4" GAS TO BOILER W/ GAS COCK & 6" DIRT LEG.

1" CONDENSATE DRAIN UP TO ROOF.

COMBINATION WASTE & VENT SYSTEM.

1" CW BELOW POOL DECK.

CONNECT FLOOR BOX W/ 3/4" CW.

3/4" CW BELOW POOL DECK.

1

2

3

4

5

6

7

8

9

E1

E2

EE ED

E3

B'1

(E)RDL

3" VTR 3" VTR

(E)RDL

2

3

4

1"

1 1/4"

5

2" FD'1 2" FD'1

GAS LOAD SCHEDULE:

APPLIANCE: LOAD:
(E) BOILER                1,000.0 MBH
(E) POOL HEATER                600.0 MBH
PDU'1 500.0 MBH
PDU'2 750.0 MBH
RTU'1 540.0 MBH
GWH'1 199.0 MBH
POOL HEATER 500.0 MBH
FUTURE WHIRLPOOL BOILER 350.0 MBH

TOTAL 4,439.0 MBH INPUT REQUIRED
AT S.L. (2 P.S.I.)
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8,318 SQ.FT.
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EG EF
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EE ED EC
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E6

E8
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E9
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AA
ND

BB

A

E3

EB

1

4

2

3

B

(E)RD
(E)RD

PDU'2
RTU'1

PDU'1

ROOF SCUPPER. SEE
ARCH FOR DETAILS

6" RD'1
8,318 SQ.FT.6" OD'1

GAS

GAS GAS

G
A

S

1

3" VTR 3" VTR

3" VTR

2

2

2

3

3

3

1 1/4"

3"

1 1/4"3"

3"

1 1/4"

4

4

3" VTR

1 1/2"

3"

53" VTR

ROOF LEVEL PLUMBING KEYNOTES:

CONNECT 3" GAS TO (E) GAS ON ROOF.

GAS PRV. 2 PSI INLET, 10" WC OUTLET.

CONNECT 1'1/4" GAS TO RTU/PDU W/ GAS COCK & 6" DIRT LEG.

1" CONDENSATE DRAIN DN. WITHIN UNIT TO FIRST FLOOR CEILING TO PROVIDE FREEZE PROTECTION..
RUN @ 1.04% SLOPE.

3" GAS DN. TO POOL EQUIPMENT ROOM.

1

2

3

4

5
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RDLRDL

R
D

L

G

GG
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NE

ND

A

E3

1

2

POOL
MECHANICAL

ROOM

144

ACID
ROOM

143

CHEMICAL
ROOM

142

POOL
STORAGE

145

EEW'1

EEW'1

4" FD'1

4" AD'1
4" FD'2
W/ TS

4" FD'2
W/ TS

DF'1

6" RD & 6" OD DN. ON
WALL TO (2) DSN @ 18" &
24" ABV. SPLASHBLOCK

5

6

7

DRAIN

1"

2,450 GAL BACKWASH
HOLDING TANK (BWT'1).
SEE DETAIL

SE'1 & SE'2 IN
PUMP PIT. SEE
DETAIL

GAS

8

9

4" FCO

POOL BACKWASH
STANDPIPE

ES/EEW'1
W/ TMV'3

3/4" HB'1

3/4" WH'1

2" CW POOL MAKEUP. ADD
BACKFLOW PREVENTER
BEFORE POOL EQUIPMENT
CONNECTION. SEE AQUATICS.

WASTE ON
WALL OF PIT

WASTE ON
WALL OF PIT

6"

RELOCATED
WASHER/DRYER

S'1

1" CW TO 1.5'
BELOW POOL DECK

HB'1

15

10

P401

15

P401

27

17
23

4" POOL
DECK DRAIN

ENLARGED SCALE PLUMBING KEYNOTES:
6" FIRE SERVICE ENTRY, SEE DETAIL 3/P400.

SEE FPC SHOP DRAWINGS FOR FIRE ZONE LAYOUT & SIZING.

4" FIRE LINE DN. TO FDC.

AUDIBLE/VISUAL FIRE ALARM MOUNTED MIN. 10' ABV. GRADE.

1" CONDENSATE DRAIN UP TO ROOF.

1" CONDENSATE DRAIN IN CEILING SPACE. ROUTE TO MSB/STANDPIPE @ 1.04%.

1" CONDENSATE DRAIN DN. TO AIRGAP TO MSB/STANDPIPE.

3" GAS UP TO ROOF.

3" GAS DN. TO POOL BOILERS. ADD (1) GAS PRV. 2 PSI INLET, 14" WC OUTLET. CONNECT 1'1/2" GAS TO
EACH BOILER W/ GAS COCK & 6" DIRT LEG.

ADD BALL VALVE FULL SIZE ON WATER ENTRY.

1" CW DN. TO BOILER MAKEUP.

CONNECT 3" WASTE TO (E) WASTE BELOW FLOOR.

CONNECT 2" WASTE TO (E) WASTE BELOW FLOOR.

CONNECT 4" WASTE TO (E) WASTE BELOW FLOOR.

COMBINATION WASTE & VENT.

4" W. DN., 2" V. RISE, 1" CW TO WC.

2" W. DN., 1'1/2" V. RISE, 1/2" CW & 1/2" MIXED HW TO LAV/SINK.

2" W. DN., 1'1/2" V. RISE, 1/2" CW & 1/2" HW TO SHOWER.

2" W. DN., 1'1/2" V. RISE, 3/4" CW TO URINAL.

3" W. DN., 2" V. RISE, 1/2" CW & 1/2" HW TO MSB.

CONNECT 2" CW TO (E) CW ENTRY LOCATION. REPLACE GATE VALVE AND ADD BALL VALVE FULL SIZE.

CONNECT 2" TO (E) CW AT STRUCTURE.

2" V. RISE TO 3" VTR.

CONNECT 3/4" HWC TO (E) HWC ABV. CEILING.

CONNECT 2" CW TO (E) CW ABV. CEILING.

CONNECT 1'1/4" HW TO (E) HW ABV. CEILING.

1'1/4" CW DN. ON WALL. 1/2" CW TO DF. 3/4" CW TO HB, 1" CW TO BELOW POOL DECK.

1

2

3

4

5

6

7

8

9
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13

14

15

16

17
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19
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21

22
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26

27

EH EG EF
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EE ED EC
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D
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A
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MEHANICAL

107

CHEM
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MEN'S
LOCKER
ROOM
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SHOWER
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MEN'S
TOILET
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HALLWAY
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CABANA 3

123

CABANA 1

121

CABANA 2

122

CABANA 4

124

FAMILY
HALLWAY

126

WOMEN'S
LOCKER
ROOM

130

WOMEN'S
TOILET

132

WOMEN'S
SHOWER

131

CUST

125

PP'1 & TMV'2 ON
WALL. SEE DETAIL

4

P400

GWH'1

FIRE ENTRY
SEE DETAIL

POOL AUTOFILL. VERIFY
LOCATION IN FIELD.
SEE DETAIL

2" CW ENTRY. SEE
DETAIL

(E) WH

SH'3

SH'1

SH'1

2" FD'1
W/ TS

2" FD'1
W/ TS

3" FD'1
W/ TS

3" FD'1
W/ TS

2" FD'1
W/ TS

2" FD'1
W/ TS

2" FD'1
W/ TS

2" FD'1
W/ TS

2" FD'1
W/ TS

3" FD'1
W/ TS

2" FD'1
W/ TS

2" FD'1
W/ TS

2" FD'1
W/ TS

3" FD'1
W/ TS

2" FD'1
W/ TS

2" FD'1
W/ TS

2" FD'1
W/ TS

2" FD'1
W/ TS

2" FD'1
W/ TS

2" FD'1
W/ TS

3" FD'1
W/ TS

2" FD'1
W/ TS

2" FD'1
W/ TS

3" FD'1
W/ TS

2" FD'1
W/ TS

3" FD'1
W/ TS

4" FD'1
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L'1

WC'2

WC'1

UR'1

UR'2

4” WCO

MSB'1

SH'3

WC'2

L'2

L'2

WC'2

SH'3

(E) DF

SH'3

SH'3

L'2

L'2

WC'2

WC'2

WC'1

WC'1

WC'1

WC'2

4” WCO

L'1

L'1

SH'3

SH'2

SH'2

UP TO
(E) RDUP TO

(E) RD

TMV'1

TMV'1
TMV'1

TMV'1

3

P400

(E) GAS METER.
SEE P101 FOR
ADJUSTED GAS
LOAD

12

P400

14

P400

12
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13
14

13 14

13

13
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13

14

13

14
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4" FCO

15
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FIRE FLOW SWITCH

23
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24
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26
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POOL EQUIPMENT
EQUIPMENT QTY MANUFACTURER DESCRIPTION

HANDICAP LIFT RMT

PAL 1000 (CALIFORNIA LIFT PACKAGE) INCLUDES
ARMREST PACKAGE AND SPINE BOARD.  MUST
BE ADA COMPLIANT WITH A MINIMUM LIFTING
CAPACITY OF 300 LBS. PROVIDE  BATTERY
CHARGER, EXTRA BATTERY AND TOTAL COVER.

HANDICAP LIFT RMT

SPLASH (CALIFORNIA LIFT PACKAGE) INCLUDES
ARMREST PACKAGE AND SPINE BOARD. MUST
BE ADA COMPLIANT WITH A MINIMUM LIFTING
CAPACITY OF 400 LBS . INCLUDE SPLASH
CADDIE. PROVIDE ANCHOR, BATTERY CHARGER,
EXTRA BATTERY AND TOTAL COVER.

PORTABLE
LIFEGUARD CHAIR TAILWIND FURNITURE

RECYCLED PLASTIC WITH 304L SS HARDWARE,
COLOR BY OWNER/ARCHITECT 30” SEAT HEIGHT
(OWNER'S SAFETY CONSULTANT TO SPECIFY
LOCATION.)

GRAB RAILS
SPECTRUM, S.R.
SMITH, OR PARAGON
AQUATICS

LONG REACH  ADJUSTABLE, 1.900” OD x .109
WALL

IN-WALL STEPS S.R. SMITH 17-1/2” x 6”, INJECTION MOLDED PLASTIC,
PEBBLE TEXTURE, 1/4” WALL THICKNESS

HAND RAILS
SPECTRUM, S.R.
SMITH, OR PARAGON
AQUATICS

CUSTOM FABRICATED, 1.900”  OD x .109 WALL,
304L SS

ANCHOR SOCKETS
SPECTRUM, S.R.
SMITH, OR PARAGON
AQUATICS

CAST BRONZE, 4-1/4" LONG, ACCEPTS 1.900" OD
TUBING

ESCUTCHEON PLATES
SPECTRUM, S.R.
SMITH, OR PARAGON
AQUATICS

STANDARD, SS STAMPING

STANCHIONS
SPECTRUM, S.R.
SMITH, OR PARAGON
AQUATICS

1.900” OD x .145 WALL x 8'-0”, PROVIDE SLIDING
COLLAR, WITH EYE BOLT

STANCHION SOCKETS
SPECTRUM, S.R.
SMITH, OR PARAGON
AQUATICS

304L SS, WITH SLIP-FIT CAP AND REMOVAL TOOL

FLOOR INLETS STA-RITE

ADJUSTABLE FLOOR INLET FITTING.         MODEL
NUMBER 8417-0000,  1-1/2” OR 2" IPS SOLVENT
WELD, MOLDED ABS PLASTIC BODY WITH
INTERNAL NPT THREADS AND ADJUSTING TOP
PLATE WITH VANDAL PROOF LOCKING DEVICE,
WHITE

WALL INLETS STA-RITE 8429,0000, 1-1/2”, MOLDED ABS, WHITE
FILL & SENSOR
FITTING HAYWARD SP-1019, WHITE, FITTING AND GRATE COVER

SUBMERGED OUTLET STRONGWELL

I4000, MIN 37.5% OPEN AREA, MAX 3/8”
OPENINGS  ("FIELD FABRICATED OUTLET
SPECIFICATION BY THE PE IS REQUIRED FOR
THIS GRATING") SEE DRAIN SCHEDULE FOR
SIZES

ROPE CUPS & EYE
BOLTS

SPECTRUM OR
PARAGON AQUATICS

4” SQUARE 304L SS ANCHOR AND 304L SS EYE
BOLT

SAFETY ROPE 3/4”  POLYETHYLENE ROPE WITH      5” x 9”
HANDI-LOCK FLOAT, VERIFY LENGTH WITH PLANS

LANE DIVIDERS COMPETITOR SWIM
PRODUCTS

COMPETITOR, 4" RACING LANES, COLORS BY
OWNER/ARCHITECT

LANE STORAGE REEL SPECTRUM OR
PARAGON AQUATICS

LARGE CAPACITY, SS CONSTRUCTION, WITH SS
CASTERS

JETS MASTER SUPPLY #8500, .415 NOZZLE

LIGHT & NICHE PENTAIR

AMERILITE, 500W, 120V, WITH SS FACE RING.
PROVIDE COMPLETE WITH PENTAIR POOL
PRODUCTS LARGE SS NICHES WITH 1” REAR
HUB.

LIGHT & NICHE PENTAIR

SPABRITE, 100W, 120V, WITH SS FACE RING.
PROVIDE COMPLETE WITH PENTAIR POOL
PRODUCTS LARGE 304L SS NICHES WITH 1”
REAR HUB.

LIGHT & NICHE PENTAIR

INTELLIBRITE, WHITE LED, 100W EQUIVALENCY,
120V, WITH SS FACE RING, PROVIDE COMPLETE
WITH PENTAIR POOL PRODUCTS LARGE SS
NICHES WITH 1" REAR HUB.

LIGHT & NICHE PENTAIR

INTELLIBRITE, WHITE LED, 300 - 500W
EQUIVALENCY, 120V, WITH SS FACE RING,
PROVIDE COMPLETE WITH PENTAIR POOL
PRODUCTS LARGE SS NICHES WITH 1" REAR
HUB.

NOTE:  UNIT  QUANTITIES ARE SHOWN FOR VALUE ENGINEERING PURPOSES.  IT IS THE INSTALLING
CONTRACTOR'S RESPONSIBILITY TO VERIFY ACTUAL QUANTITIES REQUIRED.

POOL PLAN NOTE
1 COVE WALL TO WALL, WALL TO FLOOR, AND FLOOR TO FLOOR-RADIUS AS INDICATED ON DETAILS.

2 DEPTH MARKERS SHALL NOT EXCEED 25'-0"  IN DISTANCE FROM CENTER TO CENTER AROUND POOL
PERIMETER.

3 DEPTH MARKERS INSIDE THE POOL SHALL CORRESPOND WITH DEPTH MARKER LOCATIONS ON THE DECK.

4 LOCATE LIFEGUARD CHAIRS AS REQUIRED PER STATE AND LOCAL CODES AND PER OWNER'S SAFETY
CONSULTANT.

5 EXPANSION/CONTROL JOINTS IN WALLS AND GUTTERS SHALL BE LOCATED IN LINE WITH ALL FLOOR JOINTS.

POOL A - LEISURE POOL DATA
DESCRIPTION QTY UNITS

POOL PERIMETER 0 FEET

WATER SURFACE AREA 2,704 SQUARE FEET

POOL VOLUME 66,027 GALLONS

SURGE CAPACITY 2,873 GALLONS

SURGE FACTOR 1.1 GAL/SFT

CIRCULATION RATE 550 GPM

TURNOVER 60 MINUTES 183 GPM

150 MINUTES 367 GPM

FILTRATION RATE 11.60 GPM/FT²

PATRON LOAD PERSONS

POOL Pool A FEATURES

DESCRIPTION QTY (GPM/ea) (GPM)

Hydro Jets 10 20.00 200.00

Geysers 5 25.00 125.00

Slides 2 450.00 900.00
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NOTE:
CONTRACTOR SHALL CONTACT ENGINEER FOR ELECTRONIC DRAWING FILES
PRIOR TO COMMENCING POOL STAKING WORK. ENGINEER WILL PROVIDE
ELECTRONIC PLAN VIEW OF ALL POOLS IN AUTOCAD DRAWING FORMAT FOR
CONTRACTOR'S USE TO LOCATE STRUCTURES AND RELATED POOL DECK
EQUIPMENT.
DIMENSIONS ARE SHOWN FROM POOL FINISH TO POOL FINISH.
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NOTES:
1. ALL DIMENSIONS ARE NOMINAL. SECTION 13150 CONTRACTOR

SHALL VERIFY ACTUAL DIMENSIONS AND LOCATIONS OF
MARKERS.

2. TILES SHALL BE INSTALLED SO THAT  FINISHED FACE OF TILE IS
FLUSH WITH FINISHED SURFACE OF POOL SURFACE.

3. ALL TILES SHALL BE IN A CONTRASTING COLOR TO POOL FINISH,
BOTH FLOOR AND WALL. CONFIRM TILE COLOR WITH
OWNER/ARCHITECT.

FLOOR MARKER WALL TARGET

POOL WALL
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ANCHOR PLATE SHALL BE SS, TYPE 304, POLISHED TO
500 GRIT.  ANCHORS SHALL BE SS.

SS ESCUTCHEON COVER

3/8" DIA
HOLES (TYP 4)
DASHED LINE
REPRESENTS WELL

1/
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SQ
U

AR
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3 
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R1/2
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ANCHOR PLATE

1'
 - 
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 - 
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SS HANDRAIL DECK/TOP OF WALL

REFER TO PLAN FOR LENGTH AND CONFIGURATION

SPECIFICATIONS
THE RAILING SHALL BE FABRICATED FROM ONE CONTINUOUS PIECE OF SS PIPE.  THE PIPE SHALL
BE 1.900" OD X 0.109" WALL THICKNESS, TYPE 304, POLISHED TO 500 GRIT. BENDS SHALL BE
SMOOTH AND WRINKLE FREE.
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